REM Inc.
INSTALLATION INSTRUCTIONS FOR THE
TRITON TDAM TT2 FILTERS

(Designed for Trench Drains, Horizontal drains and other application)

Step #1) TDAM TT2's are to be placed every 3' to 4' from one
another unless otherwise specified. (TT2’s next to exiting
pipe of trench drain should be placed 4" to 6" from exit)
Some trenches may have exit pipes at both ends or in the
middle of the trench. Use the same instructions for each.
For middle exiting pipes, place one TDAM on each side of
exit pipe, 4" to 6" from exit pipe.

Note: For TDAM TT2 Battery Series, the TDAM-BFTG (BioFlex
Prescreen TT2) should be placed upstream from the
TDAM — FOG filter. This allows for pre-filtering and
polishing for the system.

Step #2) After deciding placement of TT2’s, Slide TT2's into trench
drain, until it reaches the bottom of trench drain floor.
Make sure to place additional gasket in area’s where there
are gaps or where water may try to bypass the TDAM.
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